
WIRING DIAGRAM
MODEL 6402 EXPANSION PANEL TO 

MODEL 6404 BASE PANEL CONNECTION 
ZONED COMFORT CONTROL SYSTEM
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USE SEPARATE 24VAC TRANSFORMER -

DON’T USE HVAC SYSTEM TRANSFORMER 
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EACHUM

24 VAC

REQ’D
VA
40
75
75 + 40 PER 3

MAX NUMBER OF 
POWERED DAMPERS
3 OR LESS
4 THRU 6
7 OR MORE
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EXPANSION ZONE 1 R

Model 6404 Control Panel

Model 6402 Expansion Panel

To Additional
Model 6402 Expansion Panels
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